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SHEET KEYNOTES
1. Safety breakable flange stem and sleeve.
2. Pipe size and type according to plan.
//;;;\\ 3. Connect new conduit to existing at 5" building line.
\fijfg/ Provide new alarm conductors from existing fire alarm
panel to new switch.
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